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Previous Data on the Radiation Level of Purified Water
at Water Purification Plants in Tama Area in May 2020
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The results on purified water in Tama area in May 2020 are as follows.
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Water purification plants using surface water, subsoil water, or shallow well water in Tama Area:
Test mostly once a month

<FERKEKRET HEKA> <surface water>

HA{Z : Ba/kg

e 3 v #131 M Y 2134 M v v 25137
Yok PP/ NE ) (**Cs) (*Cs)
T HHAE F LH BR S T HHAE F LH BR S T HHAE F LH BR S
Monitoring point Sazg{éng Value |Detection Limit| Value |Detection Limit| Value [Detection Limit
R 2020/5/19 ND < 0.6 ND < 0.7 ND < 0.8
Tanasawa
N
RIHEE 2020/5/19 ND < 0.6 ND < 0.6 ND < 0.6
Otaba
d\ﬁqu 2020/5/20 ND < 0.7 ND < 0.6 ND < 0.8
Ogouchi
(}i}@; 2020/5/20 ND < 0.7 ND < 0.7 ND < 0.7
Himura
H R
. 2020/5/25 ND < 0.7 ND < 0.7 ND < 0.6
Nippara
vl
. 2020/5/25 ND < 0.8 ND < 0.7 ND < 0.8
Hikawa
FE
2020/5/27 ND < 0.8 ND < 0.6 ND < 0.6
Tokura
LHE 2020/5/27 ND < 0.7 ND < 0.6 ND < 0.6
Ottsu
B
R 2020/5/27 ND < 0.6 ND < 0.6 ND < 0.7
Fukasawa

<RKFKZEKRET H%KA> <subsoil water>

HAAZ : Ba/kg

g a v #131 > T 134 Bt 5137
Heok £k A ) (**'Cs) (**7Cs)
F HE A F LH BR S F HE A F LH BR S F HE A F LH BR S
Monitoring point Sazg{éng Value |Detection Limit| Value |Detection Limit| Value [Detection Limit
—f72 2020/5/11 ND < 0.7 ND < 0.7 ND < 0.6
Futamatao
”ifrﬁﬁf” . 2020/5/11 ND < 0.6 ND < 0.5 ND < 0.6
Sawaidaiichi
T W — 2020/5/19 | ND < 0.8 ND < 0.8 ND < 0.7
Chigasedaini
/ﬁHEELU 2020/5/19 ND < 0.7 ND < 0.7 ND < 0.6
Mitakesann
& A
Takatsuki 2020/5/25 ND < 0.7 ND < 0.6 ND < 0.7
.El AR 2020/5/25 ND < 0.7 ND < 0.7 ND < 1
Hinatawada
ﬁk?k. 2020/5/25 ND < 0.7 ND < 0.6 ND < 0.7
Nariki




<HTK (ZHF) ZKEETHHKAM> <shallow well>

HAZ ¢ Ba/kg
R = #1131 R o 4134 o o 5137
Y G K H (*31) (***Cs) (*Cs)
I HHE F LH R S F Y ATE F LH R S F Y ATE F LH R S
Monitoring point Sagg%ing Value |Detection Limit| Value |Detection Limit| Value [Detection Limit
A0 n
Suginami Feith
4:4%#% . 2020/5/13 ND < 0.8 ND < 0.7 ND < 0.9
Kamiyotsugi
AKE 2020/5/13 ND < 0.7 ND < 0.5 ND < 0.7
Oguno
JQXSEﬁ 2020/5/27 ND < 0.8 ND < 0.6 ND < 0.7
kamiisihara
2 HTKGRHAR)ZKIRET H%KFT: #4334 A1 EDRIE
Source water in taken form deep well: Test mostly once every three month
HAZ : Bg/kg
R = #1131 R o 4134 e o 2137
Y G K H (*31) (***Cs) (*Cs)
I A F LH R S F HE AT F LH R S F HE AT F LH R S
Monitoring point Sagg%ing Value |Detection Limit| Value |Detection Limit| Value [Detection Limit
ﬁ%?‘tm%:. .| 2020/5/13 ND < 0.7 ND < 0.6 ND < 0.7
Kokubunjikitamachidaini
Hﬁq?ﬁﬁﬁj 2020/5/14 ND < 0.7 ND < 0.6 ND < 0.7
Fuchuminamicho
BRATAT 2020/5/14 ND < 0.9 ND < 0.6 ND < 0.6
Hoyacho
P R oRHT
Nishi tokyosakaecho 2020/5/14 ND < 0.7 ND < 0.6 ND < 0.8
DR 2020/5/14 | ND <01 ND < 0.5 ND < 0.8
Takinosawa
EﬁmTEE. 2020/5/14 ND < 0.7 ND < 0.7 ND < 0.8
Haramachida
1] 2020/5/20 ND < 0.8 ND < 0.7 ND < 0.9
Senkawa
TR 2020/5/20 ND < 0.9 ND < 0.9 ND < 1
Motohongo

1 ND : R

X2 AR - FOAE AR E ' 2 —

%3

MRHHIRAE ) L3, BUEICBWTRIHTE 2R/MED Z & 2NN ET,

FURBRED ML LT, AR THEE LTS, BIKZ L ICRITBAREIZZE L ET,
7o & ziE, BRHBRME 1<0.8) £HDDIE, B TE B/IMEN0.8Ba/kg TH V. Iz THHEAND DA
X, T OKOHSHEYEEE L 10.8Ba/kg Rl ThHh D] Z L2 EHLET,

31 ND : Not Detectable
%2 Testing institute :
%3

“Detection Limit”

For example, a detection limit

Water Quality Management Center

refers to the minimum detectable value
even using the same measurement device
“<0.8”
was 0.8 Bq/kg. And a case such as a result of

in the sample was less than 0.8 Bq/kg

(%]

Radioactivity has the property wherein
the minimum level varies with the sample being measured
means that the minimum measurement for that day’ s sample
“ND” , the concentration of radioactive particles

FRR2AEAA D D BRI IS < BOBK O FEHEME 73 10Bq/ke | ZBE STz 2 & 25321 T
AEARIZOW TS > 7 AOEHHIEE L L T10Ba/keARRESLE LT,




