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Previous Data on the Radiation Level of Raw Water
at Water Purification Plants of Tokyo Waterworks in December 2018
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The results on raw water in December 2018 are as follows.

1 EKRERRT 54K BIHOAE

Main Purification Plants representing a river system: Test once a week

(1) £BTHKE GIPIIXKR)

Kanamachi Purification Plant (Edogawa River)

(2) HABHFKIEB

(8) /MERKIE

H{Z : Bq/kg
JFEE U 131 B v T 5134 B v T 5187
BRAH (*’'1) (**'Cs) (**"Cs)
FRHAE | BEHIRFYE | B | BRHEBRAVE | BRI | R R Y
Sampling date Value DeE?;EOH Value DeE?;EOH Value DeE?;EOH
2018/12/3 ND < 0.7 ND < 0.8 ND < 0.8
2018/12/10 ND < 0.7 ND < 0.8 ND < 0.9
2018/12/17 ND < 0.7 ND < 0.6 ND < 0.7
2018/12/24 ND < 0.5 ND < 0.5 ND < 0.7
2018/12/31 ND < 0.7 ND < 0.6 ND < 0.6
(FRINKR)
Asaka Purification Plant (Arakawa River)
H{Z : Bq/kg
JEEE U 131 B v D 5134 B v D 5187
BRAH (*’'1) (**'Cs) (**"Cs)
FRHAE | BEHRFYE | B | BRHEBRAVE | BRI | R R
Sampling date Value DeE?;EOH Value DeE?;EOH Value DeE?;EOH
2018/12/4 ND < 0.6 ND < 0.8 ND < 0.7
2018/12/11 ND < 0.7 ND < 0.7 ND < 0.8
2018/12/18 ND < 0.6 ND < 0.6 ND < 0.7
2018/12/25 ND < 0.8 ND < 0.7 ND < 0.8
(ZENIKR)
Ozaku Purification Plant (Tamagawa River)
HAZ @ Ba/kg
Js = 7 #2131 Wttt o 20134 gt o 5137
14;%7}( El (1311) (134CS) (137CS)
R | BHERAVE | el | BRHEERFYE | B | MR AVE
Sampling date Value DeE?;EOH Value DeE?;EOH Value DeE?;EOH
2018/12/5 ND < 0.6 ND < 0.9 ND < 0.8
2018/12/12 ND < 0.7 ND < 0.8 ND < 0.8
2018/12/19 ND < 0.8 ND < 0.9 ND < 0.7
2018/12/26 ND < 0.7 ND < 0.7 ND < 0.7




(4) EHEKE (BRI - RIKR)

Higashi-murayama Purification Plant (Tamagawa*Arakawa River)

H{Z : Bq/kg
HE = v 32131 B > ™7 2134 B > ™7 2137
Bk H (1) (**'cs) (**'Cs)
FRHAE | BEHIRFYE | B | BHEERAYE | BAE | B R AU
. Detection Detection Detection
Sampling date Value Limit Value Limit Value Limit
2018/12/6 ND < 0.7 ND < 0.7 ND < 0.7
2018/12/13 ND < 0.7 ND < 0.8 ND < 0.8
2018/12/20 ND < 0.7 ND < 0.6 ND < 0.7
2018/12/27 ND < 0.6 ND < 0.7 ND < 0.8
(5) RiREKE (EEIKR)
Nagasawa Purification Plant (Sagamigawa River)
H{Z : Ba/kg
g a v 3131 P o 7 5134 P 7 5187
14;%7}( El (1311) (134CS) (137CS)
R | BHERAVE | el | BRHERFYE | B | MR AVE
. Detecti Detecti Detecti
Sampling date Value eLfgiion Value eLfgiion Value eLfgiion
2018/12/17 ND < 0.7 ND < 0.6 ND < 0.6
2018/12/14 ND < 0.8 ND < 0.7 ND < 0.7
2018/12/21 ND < 0.6 ND < 0.9 ND < 0.7
2018/12/28 ND < 0.7 ND < 0.7 ND < 0.8
2 TOMDEEHFKIE : B A1EDRIE
Other Main Purification Plants: Test mostly once a month
BE {37 :Bg/ke
R = w7 32131 B > ™7 2134 B > 7 2137
K KIR P/ NE (*'1) ("**Cs) (""Cs)
FRHE | BEHIRFYE | B | BRHEBRAME | BRHAE | R R
Monitoring Water Sampling Val Detection Val Detection Val Detection
point resource date atue Limit atue Limit alue Limit
4% LK GR
MT‘ Edogawa |2018/12/12 ND < 0.8 ND < 0.6 ND < 0.7
1sato .
River
~m T AR
T Arakawa |[2018/12/12 ND < 0.7 ND < 0.7 ND < 0.5
Misono .
River
= %P%“Uk%
ot Tamagawa | 2018/12/3 ND < 0.8 ND < 0.7 ND < 0.7
Sakai .
River
Ki Tamagawa | 2018/12/12 ND < 0.5 ND < 0.5 ND < 0.5
lnuta .
River
7K &
T {2 1k o
Kinutashimo ag N
River




3 BEMREFORTAK - RFK - RFAFEKRET %KM : HLAIROAE

Water purification plants using surface water, subsoil water, or shallow well water in Tama Area: Test mostly

once a month

<TFRKEKRET HFKF> <surface water>

{7 : Bg/kg

i a v #1381 W > 1134 R > 8137
K AT Kk H (*'D) ("Cs) (""Cs)
FRHE | BEHRFYE | B | BRHEBRAME | BREAE | R IR
. . . Sampling Detection Detection Detection
Monitoring point date Value Limit Value Limit Value Limit
Niﬂﬂ? 2018/12/4 ND < 0.7 ND < 0.6 ND < 0.8
ippara
A 2018/12/4 ND < 0.8 ND < 0.7 ND < 0.6
Hikawa ) ) )
T MR 2018/12/5 ND < 0.8 ND < 0.5 ND < 0.7
anasawa
N
Otaba 2018/12/5 ND < 0.7 ND < 0.6 ND < 0.7
) 2018/12/10 ND < 0.7 ND < 0.9 ND < 0.7
Tokura ) ) )
it 3
Ottsu 2018/12/10 ND < 0.7 ND < 0.8 ND < 0.8
P R 2018/12/10 ND < 0.6 ND < 0.7 ND < 0.7
ukasawa
d\ﬁqu 2018/12/12 ND < 0.7 ND < 0.6 ND < 0.5
Ogouchi
é}%pﬁ) 2018/12/12 ND < 0.7 ND < 0.5 ND < 0.7
imura
<KFKZEKRET HHKF> <subsoil water>
HAANZ : Bq/kg
Ja P = 7 #2131 Wttt o 20134 gt o 5137
EVINGI) Bk A (**'1) (**Cs) (**"Cs)
R | BERAVE | Bl | BREEERFUE | Bt | B ERAVE
. . . Sampling Detection Detection Detection
Monitoring point date | Value Limit Value Limit Value Limit
(R
Futamatao 2018/12/3 ND < 0.8 ND < 0.8 ND < 0.7
P —
Sawaidaiichi 2018/12/3 ND < 0.7 ND < 0.7 ND < 0.6
= H
Takatsuki 2018/12/13 ND < 0.7 ND < 0.7 ND < 1
T WHE
Chigasedaini 2018/12/17 ND < 0.7 ND < 0.6 ND < 0.7
I L
\li takesann 2018/12/17 ND < 0.7 ND < 0.7 ND < 0.8
H ) Fn
Hinatawada 2018/12/19 ND < 0.7 ND < 0.7 ND < 0.7
JfAR
Nariki 2018/12/19 ND < 0.7 ND < 0.7 ND < 0.7




<HTK GRHEPF) ZKRETHFKA> <shallow well>

HAfT : Bg/kg

= w7 3£ 131 B > ™7 5134 B > ™7 2137
YK P K H (1317) (131Cs) (*37Cs)
FRHE | BEHRFYE | B | BRHEBRAVE | B | R R Y
K ‘tﬁgﬁi 2018/12/5 ND < 0.6 ND < 0.4 ND < 0.6
amiisihara
K ‘t{tﬁ% . 2018/12/12 ND < 0.5 ND < 0.5 ND < 0.4
amlyotsugil
%fﬁ\ﬁr 2018/12/12 ND < 0.6 ND < 0.5 ND < 0.7
guno

1 ND : R
X2 MRATRERY - A KERKEE v —
%3 TRRHBRARE] &%, BMECBWTRETE2R/MED Z L 20N ET,

BRBEORMEE LT, RUMEHRTHIEL TS, MIKZ & ITHHRAMEITES L E T,

7z & ZE BHIRAME [<0.8) L H DO, BRI TE D/ MEDN0. 8Ba/kg TH Y\ A THHE
ISNDDIG AL, Z ORO KBS EIRE L 10.8Ba/kgRili T D) Z L ZEHRLET,

<1 ND : Not Detectable

2 Testing institute : Water Quality Management Center

%3 “Detection Limit” refers to the minimum detectable value. Radioactivity
has the property wherein even using the same measurement device, the
minimum level varies with the sample being measured. For example, a
detection limit “<0.8” means that the minimum measurement for that day’
s sample was 0.8 Bg/kg. And a case such as a result of “ND” , the

concentration of radioactive particles in the sample was less than 0.8
Bq/kg.
(%]

FRR2AEAR 0 B BARETAETEIZ RS < BOBWK O B HEE 23 10Ba/ kel RE STz 2 & 25210 T

AEAKIZOW TR > 7 L OB A L L T10Ba/keA i E S E LT,



