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Previous Data on the Radiation Level of Raw Water
at Water Purification Plants of Tokyo Waterworks in December 2020
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The results on raw water in December 2020 are as follows.

1 HEKRERKRT 5%KH : B1EORE

Main Purification Plants representing a river system: Test once a week

(1) £B$KE GIFNIKR)

Kanamachi Purification Plant (Edogawa River)

(2) A/FKB

(3) /MEFKE

(4) WFELFKS

(5) RIR#KE

HAL : Bq/kg
HettEa v #1381 Kttt v v A134 KT o v 2137
ﬁé7k El (131:[) (134Cs) (137CS>
BiE | BEHRFYE | b [ BRHBRAME | Bl | B R SVE
. Detecti Detecti Detecti
Sampling date Value eL‘i;iion Value eL?;iion Value eL‘i;iion
2020/12/7 ND < 0.7 ND < 0.6 ND < 0.6
2020/12/14 ND < 0.7 ND < 0.7 ND < 0.8
2020/12/21 ND < 0.6 ND < 0.6 ND < 0.7
2020/12/28 ND < 0.6 ND < 0.5 ND < 0.7
(FRNIKR)
Asaka Purification Plant (Arakawa River)
BT : Bg/kg
Tt v 3R131 HehH P 2 4134 HEtE o 4187
KR (**'1) (***Cs) (*¥Cs)
R | BHIRFVE | Bt [ BHIRAME | Bl | B IR E
Sampling date Value DOE?;EOH Value DCE?;EOH Value DOE?;EOH
2020/12/1 ND < 0.5 ND < 0.7 ND < 0.8
2020/12/8 ND < 0.7 ND < 0.5 ND < 0.8
2020/12/15 ND < 0.6 ND < 0.7 ND < 0.7
2020/12/22 ND < 0.6 ND < 0.8 ND < 0.7
2020/12/29 ND < 0.8 ND < 0.8 ND < 0.7
(ZENKR)
Ozaku Purification Plant (Tamagawa River)
HAYL : Bq/kg
HettE = v #1381 Kttt v v A134 BT o v 2137
ﬁé7k El (131:[) (134Cs) (137CS>
M | BHIRSUE | Rt [ BRHBRAME | B | B RSVE
. Detecti Detecti Detecti
Sampling date Value eL‘i;iion Value eL?;iion Value eL‘i;iion
2020/12/2 ND < 0.6 ND < 0.6 ND < 0.6
2020/12/9 ND < 0.6 ND < 0.7 ND < 0.7
2020/12/16 ND < 0.7 ND < 0.7 ND < 0.7
2020/12/23 ND < 0.6 ND < 0.7 ND < 0.7
2020/12/30 ND < 0.8 ND < 0.9 ND < 0.8
(BEN - FIIKR)
Higashi-murayama Purification Plant (Tamagawa-Arakawa River)
HAL : Bq/kg
HettEa v #1381 Kttt v v A134 KT o v 2137
ﬁé7k El (131:[) (134Cs) (137CS>
MiE | BHRSUE | Rt [ BRHBRAME | B | B R SVE
. Detecti Detecti Detecti
Sampling date Value eL‘i;iion Value eL?;iion Value eL‘i;iion
2020/12/3 ND < 0.6 ND < 0.7 ND < 0.7
2020/12/10 ND < 0.7 ND < 0.7 ND < 0.7
2020/12/17 ND < 0.7 ND < 0.8 ND < 0.8
2020/12/24 ND < 0.6 ND < 0.8 ND < 0.9
2020/12/31 ND < 0.8 ND < 0.6 ND < 0.9
(FR4ENIKR)
Nagasawa Purification Plant (Sagamigawa River)
HAL : Ba/ke
HettEa v #1381 Kttt v v 2134 KT o v 2137
ﬁé7k El (131:[) (134Cs) (137CS>
MiE | BHRSUE | gt [ BRHBRAME | B | B RSVE
. Detecti Detecti Detecti
Sampling date Value eL‘i;iion Value eLi\;iion Value eL‘i;iion
2020/12/4 ND < 0.8 ND < 0.7 ND < 0.7
2020/12/11 ND < 0.7 ND < 0.8 ND < 0.9
2020/12/18 ND < 0.7 ND < 0.7 ND < 0.7
2020/12/25 ND < 0.8 ND < 0.6 ND < 0.7




2 ZOMOETEAKE : B A1EDRE

Other Main Purification Plants: Test mostly once a month

Bifi:Bg/kg
Bt a v 35131 Bt Y L1834 | B v 4187
A AT AR (51y) (1%Cg) (97¢s)
R | BEHIRFUE | Bt | BHHIRAYE | Bl | B IR YE
Monitoring Water Sampling Detection Detection Detection
point resource date Value Limit Value Limit Value Limit
S Il S
M? + Edogawa | 2020/12/9 ND < 0.7 ND < 0.8 ND < 0.7
sato River
S TR
Mgono Arakawa | 2020/12/9 ND < 0.7 ND < 0.6 ND < 0.6
River
i g@)”/k;‘rﬁ
N ’E’“ i Tamagawa | 2020/12/9 ND < 0.7 ND < 0.9 ND < 0.7
axa River
Kinut Tamagawa | 2020/12/9 ND < 0.6 ND < 0.5 ND < 0.6
a River
Kinutashim Tamagawa | 2020/12/9 ND < 0.7 ND < 0.7 ND < 0.9
asimo River
3 ZEMREDRTK - RFK - EHFEKRET 2%KF : L AIEORE

Water purification plants using surface water, subsoil water, or shallow well water in Tama Area: Test mostly

once a month

<ERKEKRETZHKH> <surface water>

HAY : Ba/ke
T v 35131 HehH P o 4134 HEttE o 4187
KA K H *'1) (**'cs) (*"Cs)
Rl | BHIRFUVE | Bt | BHHIRAYE | Bl | B IR YE
. : : Sampling Detection Detection Detection
Monitoring point dato Value Limit Value Limit Value Limit
A
Ni 2020/12/9 ND < 0.8 ND < 0.7 ND < 0.6
ippara
ol 2020/12/9 ND < 0.8 ND < 0.7 ND < 0.8
Hikawa : ) :
SR 2020/12/10 ND < 0.7 ND < 0.8 ND < 0.7
Tokura : ) :
R
Fukasawa 2020/12/10 ND < 0.8 ND < 0.9 ND < 0.6
i
Ottsu 2020/12/10 ND < 0.7 ND < 0.7 ND < 0.9
T R 2020/12/16 ND < 0.7 ND < 0.7 ND < 0.7
anasawa
KFHEE
Otaba 2020/12/16 ND < 0.6 ND < 0.8 ND < 0.8
/J\‘(ﬂljj 2020/12/15 ND < 0.6 ND < 0.8 ND < 0.7
Ogouchi
I_(IJ.\ED 5 2020/12/15 ND < 0.7 ND < 0.7 ND < 0.6
imura
<RifKEKRET BHKH> <subsoil water>
HAY : Bg/ke
Tt v 35131 HehH P o 4134 TEt itk o 4187
KA K H *'1) (**'cs) (*"Cs)
Rl | BEHIRFUE | Bt | BHHIRAYE | Bl | B IRYE
. : : Sampling Detection Detection Detection
Monitoring point dato Value Limit Value Limit Value Limit
& A
Takatsuki 2020/12/9 ND < 0.7 ND < 0.7 ND < 0.9
H [a)Fn H
Hinatawada 2020/12/7 ND < 0.7 ND < 0.6 ND < 0.7
B
Nariki 2020/12/7 ND < 0.7 ND < 0.7 ND < 0.8
TARE
Futamatao 2020/12/17 ND < 0.7 ND < 0.7 ND < 0.6
RHEE—
Sawaidaiichi 2020/12/17 ND < 0.7 ND < 0.5 ND < 0.7
T Wi
Chigasedaini 2020/12/2 ND < 0.8 ND < 0.7 ND < 0.7
L
i takesan 2020/12/2 ND < 0.7 ND < 0.8 ND < 0.8




<HTK (RFHF) £2KEETHHFKH> <shallow well>

HAL : Bq/kg
T = v 3131 R v 25134 i > T A137
@ﬁ(@? ﬁﬁ( El (131:[) (134CS) (137CS>
BiE | BHRFYE | Rt [ BHBRAME | Bl | B R SVE
A -
Suginami feF Ik
TR
Kamiyotsugi 2020/12/3 ND < 0.7 ND < 0.6 ND < 0.8
??5&@? 2020/12/3 ND < 0.8 ND < 0.7 ND < 0.9
guno

¥1 ND : Rt
X2 MRAHERS - R AKE RAKE v —
#3 TRRHRAE) &1, WEICBVTRHTE D R/MEDO Z L 200k,

HERED L LT, RUBBRTHEL TH, MK D S ICTRHBREIIZE L3,
To b 2. BRIBIRAE 1<0.8) &HD DX, BRIHTE 25/MEL30.8Ba/kg TH ¥ . MZ CTHRIHE
BNDDBZ AL, Z OKDOBFHEWE L 10.8Ba/keRiti TH D) Z 2B RLET,

%1
%2
%3

ND : Not Detectable
Testing institute : Water Quality Management Center

“Detection Limit” refers to the minimum detectable value. Radioactivity
has the property wherein even using the same measurement device, the
minimum level varies with the sample being measured. For example, a
detection limit “<0.8” means that the minimum measurement for that
day’ s sample was 0.8 Bq/kg. And a case such as a result of “ND” , the
concentration of radioactive particles in the sample was less than 0.8
Ba/kg.

[2%]

P44 0 b B AIRICIED ECBIK O BEHE S 10Ba/ kgl BRE Sz 2 & 2321 T,

AGEAIZ DWW TR > 7 A OEHE BAZME & L CT10Ba/kgSRE SN E LTz,




